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1.0 PROJECT DETAILS

Name of the Project
“Millenium IT Tower” by Andhra Pradesh
Industrial infrastructure Corporation. (APIIC)

Location
Plot No: 16 & 17, Hill No. 3 Madhurawada,
Vishakapatnam District, Andhra Pradesh.

EC.No
SEIAA/AP/VSP/CON/05/2016/98- Dated:
08.07.2016 Annexure-1

Total Plot Area 16188.0Sq.m

Proposed Built Up Area 45473.6 Sq m

Total Green Belt Area 1833.8 Sq. m

Total Parking area 16267.6 Sq. m

Project Cost 140.0 Crores
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2.0 SITE PHOTOGRAPH

Present condition of project
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3.0 SIX MONTHLY ENVIRONMENTAL CLEARANCE

COMPLIANCE STATEMENT

S. No Conditions Compliance

Part – A: Special Conditions

1. The proponent shall provide minimum

parking area as required under the provision

of G.O.Ms. No. 168, of MA & UD

Department, GoAP, dt. 07.04.2012 or as per

NBC or committed in the EMP whichever is

higher

Minimum parking area as required under

the provision of G.O.Ms. No. 168, of MA

& UD Department, GoAP, dt. 07.04.2012

or as per NBC or committed in the EMP.

Site layout is enclosed in Annexure-2

2. The proponent shall provide the Sewage

Treatment Plant (STP) of 100 KLD. As the

treated effluent is proposed fro recycle, the

suitable disinfection system is to be

provided in addition to the STP proposed in

the EMP.

Accepted and Noted. Will be constructed.

3. Dual plumbing system to be provided for

reuse of the treated effluent for flushing and

other proposes

Condition will be complied.

4. Solar energy systems to be planned to

utilize at least one third of the roof area

Accepted and will be planned.

5. The building shall be designed for

compliance with earth quake resistance and

resisting other natural hazards

The building is designed as per the NBC

norms.

6. The proponent shall use only fly ash based

products for construction, such as cement or

concrete, fly ash bricks or tiles or clay fly

ash bricks or bricks, blocks or tiles or

Condition agreed upon. Photographs in this

regards is attached in Annexure-3.
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cement fly ash bricks or blocks or similar

products or a combination or aggregate of

them as required under MOEF notification

S.O.763 (E) d 14.09.1999 amended thereof

7. Provision of rainwater harvesting (RWH) is

to be made for collection, usage and also for

ground water table maintenance

Agreed and will be constructed.

8. The proponent shall use only LED lights in

the common areas and internal roads

Accepted. APIIC will use LED lights in the

common areas and internal roads.

9. The proponent shall create corpus Fund of

Rs. 65 lakhs to ensure continuous operation

of STP

Accepted and noted

10. The proponent shall obtain required

clearance if any from all regulatory

departments including Fire Department,

before starting the construction

Fire NOC obtained and the same is

enclosed in Annexure-5

11. The proponent shall develop green belt in

an area not less than 10% of plot area in

addition to green belt in set-back areas

Green belt in an area not less than 10% of

plot area in addition to green belt in set-

back areas.

PART – B: Specific Conditions

I. Constriction Phase

i. Provision shall be made for the housing of

the construction labour within the site with

all necessary infrastructure and facilities

such as safe drinking water, fuel for

cooking, mobile toilets, mobile STP,

medical health care, crèche etc. The housing

may be in the form of temporary structures

to be removed after the completion of the

Provision shall be made for the housing of

the construction labor within the site with

all necessary infrastructure and facilities

such as safe drinking water, fuel for

cooking, mobile toilets, mobile STP,

medical health care, crèche etc.

The safe disposal is planned for waste

water and solid waste generated during the
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project. The safe disposal of wastewater and

solid wastes generated during the

construction phase should be ensured

construction phase.

Photographs attached in Annexure-3

ii. A first aid room shall be provided in the

project both during construction and

operation of the project

FirstAid room is provided in the project

during construction.

iii. All the topsoil excavated during

construction activities should be stored for

use in horticulture/landscape development

within the project site

All the topsoil excavated during

construction activities are being stored for

use in horticulture/landscape development

within the project site

iv. Disposal of muck during construction phase

should not create any adverse effect on the

neighboring communities and be disposed

taking the necessary precautions for  general

safety and health aspects of people, only in

approved sites with the approval of

competent authority

Muck generated during construction phase

is being disposed in approved site.

v. Soil and groundwater samples will be tested

to ascertain that there is no threat to

groundwater quality by leaching of heavy

metals into the groundwater

Monitoring was carried out and test results

attached as Annexure-4. The results shows

that there is no threat to ground water

quality.

vi. Construction spoils, including bituminous

material and other hazardous materials,

must not be allowed to contaminate

watercourses and the dump sites for such

materials must be secured so that they

should not leach into the groundwater.

Construction spoils, including bituminous

material and other hazardous materials are

being sent to authorize vendor or near by

TSDF.

vii. Any hazardous waste including biomedical

waste, if any, should be disposed of as per

applicable Rules and norms with necessary

Accepted and is being followed.
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approvals of the APPCB

viii. The diesel generator sets to be used during

construction phase should be low sulphur

diesel type and should conform to E(P)

Rules prescribed for air and noise emission

standards

DG set is only used as a backup source. BS

IV fuel is purchased and used.

ix. Vehicles hired for bringing construction

material to the site should be in good

condition and should conform to applicable

air and noise emission standards and should

be operated only during non-peak hours

Agreed and using good condition vehicles

to bring construction materials to the site

and are conformed to the emission

standards.The vehicles will be operated

during non-peakhours only.

x. Ambient noise levels should conform to the

residential standards both during day and

night as notified by the MoEF & CC, GOI

from time to time. Incremental pollution

loads on the ambient air and noise quality

should be closely monitored during

construction phase. Adequate measures

should be made to reduce ambient air and

noise level during construction phase, so as

to conform to the stipulated standards by the

CPCB

Noise monitoring was carried and results

attached as Annexure-4.4.B All the values

show with in the stipulated norms.

xi. Ready mixed concrete must be used in

building construction

Batch mixing plant for is used in building

construction.

xii. Strom water control and its reuse shall be as

per CGWB and BIS standards for various

applications

Agreed and Followed.

xiii. Permission to draw groundwater shall be

obtained from the competent Authority

prior to construction / operation of the

Accepted and Noted.
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project

xiv. Water demand during construction should

be reduced by use of pre-mixed concrete,

curing agents and other best practices

referred

Accepted and Noted.

xv. Fixtures for showers, toilet flushing and

drinking should be of low flow either by use

of aerators or pressure reducing devices of

sensor based control

Condition agreed upon followed.

xvi. Use of glass may be reduced by upto 40%

to reduce the electricity consumption and

load on air – conditioning. If necessary,

high quality double glass with special

reflective coating in window is to be used

Condition agreed upon followed.

xvii. Roof should meet prescriptive requirement

as per Energy Conservation Building Code

by using appropriate thermal insulation

material to fulfill requirement

Roof perspective requirements will fulfill

as per ECBC.

xviii. Adequate measures to reduce air and noise

pollution during construction keeping in

mind CPCB norms on noise limits

Noted and followed.

xix. Opaque wall should meet prescriptive

requirement as per ECBC which is proposed

to be mandatory for all air – conditioned

spaces while it is aspirational for non-air

conditioned spaces by use of appropriate

thermal insulation material to fulfill

requirement

Opaque wall, ventilation, thermal

insulation materials will meet perspective

requirement as per ECBC.

xx. The approval of the competent authority

shall be obtained for structural safety of the

All buildings are designed as per NBC

norms.
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buildings due to earthquake, adequacy of

fire fighting equipments, etc., a s per

National Building Code including

protection measures from lightening etc

The approval from competent authority is

yet to be apply for structural safety.

xxi. Regular supervision of the above and other

measures for monitoring should be in place

all through the construction phase, so as to

avoid disturbance to the surroundings.

Noted & followed.

Site in charge will monitor in the location

during the construction.

II Occupational Phase:

Not applicable since the construction is not yet completed.

Part -C: General Conditions:

i. This order is valid for a period of 7 years. Accepted and noted.

ii. “Consent for Establishment” shall be

obtained from Andhra Pradesh Pollution

control board under Air and water Act

before the start of any construction work at

site

Applied and waiting for consent.

iii. The proponent shall submit half-yearly

compliance reports in respect of the terms

and conditions stipulated in this order

&monitoring reports in hard and Soft copies

to the SEIAA and Ministry s Regional

office, Chennai on 1st June and 1st

December of each calendar year

Accepted and noted.

iv. Officials from the region office of

MoEF&CC, Chennai who would be

monitoring the implementation of

environmental safeguards should be given

Noted and will be followed.
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full Co-operation, facilitates and

documents/data by the project proponents

during their inspection. A complete set of

all the documents shall be submitted to the

CCF, Regional office. MoE&F, Chennai

v. In the case of any change (s) in the scope of

the project, the project would require a fresh

appraisal by this SEIAA. No further

expansion or modifications in the project

shall be carried out without prior approval

of the SEIAA,AP

Noted and will be adhere to.

vi. The project proponent shall submit the

copies of the environmental clearance to the

heads of local bodies, Panchayats and

Municipal bodies in addition to the relevant

offices of the Governments who in turn has

to display the same for 30 days from the

date of receipt

Condition complied.

vii The proponent shall obtain clearance from

fire department. All other statutory

clearance shall be obtained, as applicable by

project proponents from the competent

authorities

Fire NOC is obtained and same is enclosed

as Annexure -5.

viii. The project proponent should advertise in at

least two local newspapers widely

circulated in the region, one of which shall

be in the vernacular language informing that

the project has been accorded

environmental clearance and copies of

clearance letters are available with the

Andhra Pradesh pollution control Board.

Condition Complied.

The advertisement copy is enclosed in

Annexure-6
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The advertisements should be made within

7 days from the day of issue of the

clearance letter and a copy of the same

should be forwarded to the regional office

of the Ministry at Chennai

ix. The funds earmarked for environmental

protection measures (Capital cost Rs. 12

Lakhs and Recurring cost Rs. 19.5 Lakhs

/annum) should be kept in separate account

and should not be divert for other purpose.

Year wise expenditure should be reported to

the SEIAA and Ministry’s Regional office

located at Chennai.

Accepted and Noted.Year wise expenditure

should will be reported to the SEIAA and

ministry’s regional office located at

Chennai.

x. Any appeal against this Environmental

Clearance shall lie with the National Green

Tribunal, if preferred, within a period of 30

days as prescribed under Section 16 of the

National Green Tribunal Act 2010

Accepted and Noted.

Till now there is no appeal against this EC

xi. The SEIAA may revoke or suspend the

order, if implementation of any of the above

condition is not satisfactory. The SEIAA

reserve the right to alter/modify the above

condition or stipulate any further condition

in the interest of environment protection

Accepted and Noted.

xii. Concealing the factual data or failure to

comply with any condition mentioned

above may results in withdrawal of this

clearance and attracts action under the

provisions of Environment (Protect on) Act,

1986 without any prior notice

Accepted and Noted.
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xiii. These stipulation would be enforced among

others under the provisions of water

(Prevention and Control of Pollution) Act,

1974, the Air (Prevention and Control of

Pollution) Act, 1981, the Environment

(Protection) Act, 1986, the public liability

(Insurance) Act, 1991 and EIA Not Fication

, 2006.

Accepted and Noted.
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4.0 ENVIRONMENTAL CLEARANCE SIX MONTHLY

REPORTS

It is mandatory to submit six month compliance report to MoEF Regional Office by the

proponent. For the purpose of obtaining six month compliance certificate the

environmental monitoring was carried out at site by M/s. Hubert Enviro Care Systems

Pvt .Ltd during the period June 2017 - November 2017.

4.1 Ambient air quality monitoring

During construction phase particulate matter and gaseous emissions are likely to arise

from the site due to soil excavation, movement of vehicles and operation of DG sets etc.,

the ambient air quality parameters such as suspended Particulate Matter (PM10),

Respirable Particulate Matter (PM2.5), Sulphur dioxide, Oxides of Nitrogen (NOx) and

Carbon monoxide were monitored at 2 location. The total 12 test reports of ambient air

quality for the periodof July June 2017 - November 2017 is enclosed as Annexure-

4.A.The Ambient air quality has been monitored and it is observed that all the AAQ

parameters are within limits.

4.2 Ambient Noise level monitoring

During construction phase the ambient noise level likely to be generated due to

excavation, construction and movement of vehicles. 2 location was selected for

monitoring the noise level. The total 6 test reports of ambient noise recorded during the

period of June 2017 - November 2017is enclosed in Annexure-4.BNoise levels are

within limits.

4.3 Ground water quality monitoring

During construction phase the ground water may get polluted due to infiltration of

rainwater mixed with soil contaminants in the site. The ground water was tested at 2

location for various water quality parameters including heavy metals. The total 12 test

reports of bore well water collected and analyzed during the period of June 2017 -

November 2017 is enclosed as Annexure-4.C.There is no change in water quality

parameters.
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4.4 Soil quality monitoring

During construction phase soil contamination may occur due to oil spills from machinery,

during maintenance and operation of DG sets on site. 2 locationwas selected for

monitoring the soil quality. The Soil samples were collected and analyzed for nutrients

and heavy metals. The total 12 test reports of soil samples collected and analyzed

duringthe period of June 2017 - November 2017. Is enclosed as Annexure-4.D.Soil

quality remains good..

5.0 CONCLUSION

1. The environmental monitoring was carried out at site during the period of June

2017 - November 2017.

2. All the conditions stipulated in Environmental clearance will be implemented.

3. The monitored parameters of air, ground water and soil quality and noise levels are

within the stipulated standards.
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